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INSTALLATION –
STEP 1 - Determine the Location of the Flow Switch

DFLOW

3/4" or 1"
PIPE

5 x D
MINIMUM

5 x D
MINIMUM

D= PIPE DIAMETER

• The flow switch should be located in a horizontal
section of pipe where there is a straight horizontal run
of at least 5 pipe diameters on each side of the flo w
switch. The flow switch may be installed in a vertical
pipe if the flow is in the upward direction.

• The flow switch must be installed in the upright
position as shown with arrow mark on side of casting
in the same direction as fluid will flow.

• Some system conditions that require more than 5 pipe
diameters are high viscosity fluid and high fluid v elocity.

• The flow switch should be installed in the pump suction
piping when spring-loaded check valves and/or other
closed coupled accessories are installed in the pump
discharge piping.

STEP 2 - Connecting the Flow Switch to Pipe

a. Apply pipe sealing compound or PTFE tape to the 

NOTE: Do not apply sealant to first threads as this 
switch is grounded (earthed) via the pipe mounting.

FLOW

b. Insert pipe threads into flow switch and turn 2 
or 3 times until tight.
• Place one pipe wrench on base of flow 

switch and one wrench on connecting piping.
Tighten to following torque values.
- 47 ft•lb (64 N•m) for 3/4” pipe
- 63 ft•lb (85 N•m) for 1” pipe

• Repeat to connect pipe to opposite side of 
flow switch.

PTFE      pipe threads.
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a. Cover Removal and Installation Procedure

• Using a flathead screwdriver, loosen but do not remove
the two cover screws and remove the cover (A).

• Place the cover on the flow switch sliding the slots
behind the two loose cover screws. Push the cover
down into the flow switch and using a flat blade screw-
driver, tighten the cover screws to a torque of 10 lb•in
(1.13 N•m).

STEP 3 - Electrical Installation

• To prevent electrical shock, turn off the electrical power before making electrical connections.

• To prevent an electrical fire or equipment damage, electrical wiring insulation must have a rating of 
167°F (75°C) if the liquid’s temperature exceeds 180°F (82°C).

• To prevent electrocution, when the electrical power is connected to the flow switch, do not touch the 
terminals.

• Make sure flow switch electrical cover is secured before turning on electric power.

Failure to follow this warning could cause property damage, personal injury or death.

! WARNING

b. Electrical Conduit Connection
• Connect electric conduit to flow switch electrical enclosure.

• Follow accepted electrical practices when installing fittings 
and making connections.

• Refer to and follow local codes and standards when 
selecting the types of electrical fittings and conduit to 
connect to flow switch.
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d. Based upon the mode of operation (“Flow” or “No-
Flow”) required, complete the appropriate steps to 
connect wires to flow switch. Use a phillip’s head 
screwdriver to loosen and tighten switch terminal 
screws when attaching wires.
For “Flow” Mode of Operation (Fig. 1)
If the flow switch will be used to actuate a signal, 
alarm or other device when flow occurs, connect 
the wire from that device to the “N.O.” contact.
Connect the “Hot” power supply wire to “C” terminal.
For “No Flow” Mode of Operation (Fig. 2)
If the flow switch will be used to actuate a signal, 
alarm or other device when no flow occurs, connect 
the wire from that device to the “N.C.” contact.
Connect the “Hot” power supply wire to “C” terminal.
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c. Determine which switch action is required for the 
flow switch.
• “Flow” means that the switch will close circuit 

C.-N.O. and open circuit C.-N.C. when flow rate 
is increased above setpoint of flow switch.

• “No Flow” means that the switch will open circuit 
C.-N.O. and close circuit C.-N.C. when flow rate 
is decreased below setpoint of flow switch.
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a. Place cover on flow switch and turn on power. Initiate fluid 
flow through the system. Observe the device being 
activated by the flow switch to determine if device is 
operating as required.

b. Turn off fluid flow to determine if device is operating 
as required.

c. Repeat initiating and turning off fluid flow several times to 
test flow switch and device for proper operation.
- If operating as required, put system into ser vice.
- If not operating as required, flow switch may need 

to be adjusted.

OFF

ON

STEP 4 - Testing

SECTION 5 - Adjustment
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Adjustment is necessary only if required flow/no
flow setpoints are above factory set minimum.

a. Turn off power. Remove electric enclosure 
cover.

b. Turn adjusting screw clockwise (1/8 turn) to 
increase setpoint.

c. Place the cover on the flow switch and turn on 
power.

d. Test the operation of the flow switch after 
each adjustment.

IMPORTANT: Do not attempt to lower flow switch
setpoint from original factory minimum setting.
Lowering (turning adjusting screw counterclock-
wise) the setpoint from original factory setting
may cause erratic flow switch operation.
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COMMERCIAL WARRANTY
Warranty. For goods sold to commercial buyers, Seller warrants the goods sold to Buyer hereunder (with the exception of membranes, seals, 
gaskets, elastomer materials, coatings and other “wear parts” or consumables all of which are not warranted except as otherwise provided in the 
quotation or sales form) will be (i) be built in accordance with the specifications referred to in the quotation or sales form, if such specifications 
are expressly made a part of this Agreement, and (ii) free from defects in material and workmanship for a period of one (1) year from the date 
of installation or two (2) years from the date of manufacture, whichever shall occur first, unless a longer period is specified in the product 
documentation (the “Warranty”).

Except as otherwise required by law, Seller shall, at its option and at no cost to Buyer, either repair or replace any product which fails to conform 
with the Warranty provided Buyer gives written notice to Seller of any defects in material or workmanship within ten (10) days of the date when any 
defects or non-conformance are first manifest.  Under either repair or replacement option, Seller shall not be obligated to remove or pay for the 
removal of the defective product or install or pay for the installation of the replaced or repaired product and Buyer shall be responsible for all other 
costs, including, but not limited to, service costs, shipping fees and expenses.  Seller shall have sole discretion as to the method or means of repair 
or replacement. Buyer’s failure to comply with Seller’s repair or replacement directions shall terminate Seller’s obligations under this Warranty and 
render the Warranty void.  Any parts repaired or replaced under the Warranty are warranted only for the balance of the warranty period on the parts 
that were repaired or replaced. Seller shall have no warranty obligations to Buyer with respect to any product or parts of a product that have been: 
(a) repaired by third parties other than Seller or without Seller’s written approval; (b) subject to misuse, misapplication, neglect, alteration, accident, 
or physical damage; (c) used in a manner contrary to Seller’s instructions for installation, operation and maintenance; (d) damaged from ordinary 
wear and tear, corrosion, or chemical attack; (e) damaged due to abnormal conditions, vibration, failure to properly prime, or operation without flow; 
(f) damaged due to a defective power supply or improper electrical protection; or (g) damaged resulting from the use of accessory equipment not 
sold or approved by Seller.  In any case of products not manufactured by Seller, there is no warranty from Seller; however, Seller will extend to Buyer 
any warranty received from Seller’s supplier of such products.

THE FOREGOING WARRANTY IS EXCLUSIVE AND IN LIEU OF ANY AND ALL OTHER EXPRESS OR IMPLIED WARRANTIES, GUARANTEES, 
CONDITIONS OR TERMS OF WHATEVER NATURE RELATING TO THE GOODS PROVIDED HEREUNDER, INCLUDING WITHOUT LIMITATION 
ANY IMPLIED WARRANTIES OF MERCHANTABILITY AND FITNESS FOR A PARTICULAR PURPOSE, WHICH ARE HEREBY EXPRESSLY 
DISCLAIMED AND EXCLUDED. EXCEPT AS OTHERWISE REQUIRED BY LAW, BUYER’S EXCLUSIVE REMEDY AND SELLER’S AGGREGATE 
LIABILITY FOR BREACH OF ANY OF THE FOREGOING WARRANTIES ARE LIMITED TO REPAIRING OR REPLACING THE PRODUCT AND SHALL 
IN ALL CASES BE LIMITED TO THE AMOUNT PAID BY THE BUYER FOR THE DEFECTIVE PRODUCT.  IN NO EVENT SHALL SELLER BE LIABLE 
FOR ANY OTHER FORM OF DAMAGES, WHETHER DIRECT, INDIRECT, LIQUIDATED, INCIDENTAL, CONSEQUENTIAL, PUNITIVE, EXEMPLARY 
OR SPECIAL DAMAGES, INCLUDING BUT NOT LIMITED TO LOSS OF PROFIT, LOSS OF ANTICIPATED SAVINGS OR REVENUE, LOSS OF 
INCOME, LOSS OF BUSINESS, LOSS OF PRODUCTION, LOSS OF OPPORTUNITY OR LOSS OF REPUTATION.  

LIMITED CONSUMER WARRANTY
Warranty. For goods sold for personal, family or household purposes, Seller warrants the goods purchased  hereunder (with the exception of 
membranes, seals, gaskets, elastomer materials, coatings and other “wear parts” or consumables all of which are not warranted except as otherwise 
provided in the quotation or sales form) will be free from defects in material and workmanship for a period of one (1) year from the date of 
installation or two (2) years from the product date code, whichever shall occur first, unless a longer period is provided by law or is specified in the 
product documentation (the “Warranty”). 

Except as otherwise required by law, Seller shall, at its option and at no cost to Buyer, either repair or replace any product which fails to conform 
with the Warranty provided Buyer gives written notice to Seller of any defects in material or workmanship within ten (10) days of the date when any 
defects or non-conformance are first manifest.  Under either repair or replacement option, Seller shall not be obligated to remove or pay for the 
removal of the defective product or install or pay for the installation of the replaced or repaired product and Buyer shall be responsible for all other 
costs, including, but not limited to, service costs, shipping fees and expenses. Seller shall have sole discretion as to the method or means of repair 
or replacement. Buyer’s failure to comply with Seller’s repair or replacement directions shall terminate Seller’s obligations under this Warranty and 
render this Warranty void. Any parts repaired or replaced under the Warranty are warranted only for the balance of the warranty period on the parts 
that were repaired or replaced. The Warranty is conditioned on Buyer giving written notice to Seller of any defects in material or workmanship of 
warranted goods within ten (10) days of the date when any defects are first manifest.  

Seller shall have no warranty obligations to Buyer with respect to any product or parts of a product that have been: (a) repaired by third parties other 
than Seller or without Seller’s written approval; (b) subject to misuse, misapplication, neglect, alteration, accident, or physical damage; (c) used in a 
manner contrary to Seller’s instructions for installation, operation and maintenance; (d) damaged from ordinary wear and tear, corrosion, or chemical 
attack; (e) damaged due to abnormal conditions, vibration, failure to properly prime, or operation without flow; (f) damaged due to a defective 
power supply or improper electrical protection; or (g) damaged resulting from the use of accessory equipment not sold or approved by Seller. In any 
case of products not manufactured by Seller, there is no warranty from Seller; however, Seller will extend to Buyer any warranty received from Seller’s 
supplier of such products.

THE FOREGOING WARRANTY IS PROVIDED IN PLACE OF ALL OTHER EXPRESS WARRANTIES.  ALL IMPLIED WARRANTIES, INCLUDING BUT 
NOT LIMITED TO THE IMPLIED WARRANTIES OF MERCHANTABILITY AND FITNESS FOR A PARTICULAR PURPOSE, ARE LIMITED TO ONE 
(1) YEAR FROM THE DATE OF INSTALLATION OR TWO (2) YEARS FROM THE PRODUCT DATE CODE, WHICHEVER SHALL OCCUR FIRST.  
EXCEPT AS OTHERWISE REQUIRED BY LAW, BUYER’S EXCLUSIVE REMEDY AND SELLER’S AGGREGATE LIABILITY FOR BREACH OF ANY 
OF THE FOREGOING WARRANTIES ARE LIMITED TO REPAIRING OR REPLACING THE PRODUCT AND SHALL IN ALL CASES BE LIMITED TO 
THE AMOUNT PAID BY THE BUYER FOR THE DEFECTIVE PRODUCT. IN NO EVENT SHALL SELLER BE LIABLE FOR ANY OTHER FORM OF 
DAMAGES,  WHETHER DIRECT, INDIRECT, LIQUIDATED, INCIDENTAL, CONSEQUENTIAL, PUNITIVE, EXEMPLARY OR SPECIAL DAMAGES, 
INCLUDING BUT NOT LIMITED TO LOSS OF PROFIT, LOSS OF ANTICIPATED SAVINGS OR REVENUE, LOSS OF INCOME, LOSS OF BUSINESS, 
LOSS OF PRODUCTION, LOSS OF OPPORTUNITY OR LOSS OF REPUTATION.  
Some states do not allow limitations on how long an implied warranty lasts, so the above limitation may not apply to you. Some states do not allow 
the exclusion or limitation of incidental or consequential damages, so the above exclusions may not apply to you. This warranty gives you specific 
legal rights, and you may also have other rights which may vary from state to state.

To make a warranty claim, check first with the dealer from whom you purchased the product or call +1-847-966-3700 for the name and location of 
the nearest dealer providing warranty service.




